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PROPOSED COOLING
WATER SUPPLY WELL
N 330672.37
E 359417.09

73 LF 4" HDPE SDR 9
COOLING WATER
SUPPLY LINE

71 LF 2" GAS
SERVICE

50 SF ASPHALT

10 LF TYPE 1 C&G

90 SF ASPHALT
PATHWAY

370 SF CONCRETE SIDEWALK
GAS METER
N 330612.43
E 359374.02
W / 3 FT X 4 FT
CONCRETE SLAB

CONNECT TO ENSTAR
GAS LINE
N 330621.74
E 359323.28 UAA

NATURAL
SCIENCE
BUILDING

CONNECT TO EXISTING
WATER COOLING SUPPLY
PIPING 1 FOOT FROM
BUILDING FOUNDATION
N 330616.84
E 359364.23

3
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C4.0

CAUTION
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BOLLARDS
SEE NOTE 7
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150
COOLING
WATER WELL

CONNECT TO EXISTING
PIPE 1 FT OUTSIDE OF
FOUNDATION WALL

73 LF 4 IN HDPE
SDR 9 PIPE @ 2.0%
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RIGID BOARD
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SITE PLAN

PLAN VIEW

PROFILE VIEW




